
Lead in Schools Sample Results - Report
Facility VALLIANT PUBLIC SCHOOLS ES, MS, HS

Outlet Code  ResultSample ID  Units

First Draw
 ResultSample ID  Units

30 Second Draw
Sampling Date

1-1-SUPT-KF 1-1-SUPT-KF-P-001 <1.0 µg/L 1-1-SUPT-KF-F-002 <1.0 µg/L9/3/2021

1-1-SUPT-WC 1-1-SUPT-WC-P-001 <1.0 µg/L 1-1-SUPT-WC-F-002 <1.0 µg/L9/3/2021

2-1-EGYM-WC1 2-1-EGYM-WC1-P-001 <1.0 µg/L 2-1-EGYM-WC1-F-002 <1.0 µg/L9/3/2021

2-1-EGYM-WC2 2-1-EGYM-WC2-P-001 <1.0 µg/L 2-1-EGYM-WC2-F-002 <1.0 µg/L9/3/2021

3-1-100-CF 3-1-100-CF-P-001 98.1 µg/L 3-1-100-CF-F-002 10.8 µg/L9/3/2021

3-1-101-CF 3-1-101-CF-P-001 359 µg/L 3-1-101-CF-F-002 15.3 µg/L9/3/2021

3-1-102-CF 3-1-102-CF-P-001 3.7 µg/L 3-1-102-CF-F-002 3.0 µg/L9/3/2021

3-1-104-CF 3-1-104-CF-P-001 19.2 µg/L 3-1-104-CF-F-002 1.6 µg/L9/3/2021

3-1-COULTER-CF 3-1-COULTER-CF-P-001 <1.0 µg/L 3-1-COULTER-CF-F-002 1.0 µg/L9/3/2021

3-1-NEHALL-WC1 3-1-NEHALL-WC1-P-001 <1.0 µg/L 3-1-NEHALL-WC1-F-002 <1.0 µg/L9/3/2021

3-1-NEHALL-WC2 3-1-NEHALL-WC2-P-001 <1.0 µg/L 3-1-NEHALL-WC2-F-002 <1.0 µg/L9/3/2021

3-1-NEHALL-WC3 3-1-NEHALL-WC3-P-001 <1.0 µg/L 3-1-NEHALL-WC3-F-002 <1.0 µg/L9/3/2021

3-1-NWHALL-WC1 3-1-NWHALL-WC1-P-001 1.7 µg/L 3-1-NWHALL-WC1-F-002 1.6 µg/L9/3/2021

3-1-NWHALL-WC2 3-1-NWHALL-WC2-P-001 1.2 µg/L 3-1-NWHALL-WC2-F-002 <1.0 µg/L9/3/2021

3-1-SAFE-WC1 3-1-SAFE-WC1-P-001 <1.0 µg/L 3-1-SAFE-WC1-F-002 <1.0 µg/L9/3/2021

3-1-SAFE-WC2 3-1-SAFE-WC2-P-001 <1.0 µg/L 3-1-SAFE-WC2-F-002 <1.0 µg/L9/3/2021

3-1-SEHALL-WC1 3-1-SEHALL-WC1-P-001 <1.0 µg/L 3-1-SEHALL-WC1-F-002 <1.0 µg/L9/3/2021

3-1-SEHALL-WC2 3-1-SEHALL-WC2-P-001 <1.0 µg/L 3-1-SEHALL-WC2-F-002 <1.0 µg/L9/3/2021

3-1-SEHALL-WC3 3-1-SEHALL-WC3-P-001 <1.0 µg/L 3-1-SEHALL-WC3-F-002 <1.0 µg/L9/3/2021

3-1-TL-KF 3-1-TL-KF-P-001 7.4 µg/L 3-1-TL-KF-F-002 <1.0 µg/L9/3/2021

3-1-WHALL-WC1 3-1-WHALL-WC1-P-001 <1.0 µg/L 3-1-WHALL-WC1-F-002 <1.0 µg/L9/3/2021

3-1-WHALL-WC2 3-1-WHALL-WC2-P-001 <1.0 µg/L 3-1-WHALL-WC2-F-002 <1.0 µg/L9/3/2021

3-1-WHALL-WC3 3-1-WHALL-WC3-P-001 <1.0 µg/L 3-1-WHALL-WC3-F-002 <1.0 µg/L9/3/2021

4-1-5TH-WC1 4-1-5TH-WC1-P-001 <1.0 µg/L 4-1-5TH-WC1-F-002 <1.0 µg/L9/3/2021

4-1-5TH-WC2 4-1-5TH-WC2-P-001 <1.0 µg/L 4-1-5TH-WC2-F-002 <1.0 µg/L9/3/2021

4-1-MEDIA-KF 4-1-MEDIA-KF-P-001 <1.0 µg/L 4-1-MEDIA-KF-F-002 <1.0 µg/L9/3/2021

4-1-MEDIA-WC 4-1-MEDIA-WC-P-001 <1.0 µg/L 4-1-MEDIA-WC-F-002 <1.0 µg/L9/3/2021

5-1-MSHALL-WC1 5-1-MSHALL-WC1-P-001 7.9 µg/L 5-1-MSHALL-WC1-F-002 10.8 µg/L9/3/2021
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5-1-MSHALL-WC3 5-1-MSHALL-WC3-P-001 <1.0 µg/L 5-1-MSHALL-WC3-F-002 <1.0 µg/L9/3/2021

5-1-MSHALL-WC4 5-1-MSHALL-WC4-P-001 <1.0 µg/L 5-1-MSHALL-WC4-F-002 <1.0 µg/L9/3/2021

5-1-MSHALL-WC5 5-1-MSHALL-WC5-P-001 3.1 µg/L 5-1-MSHALL-WC5-F-002 1.9 µg/L9/3/2021

5-1-RGYM-WC 5-1-RGYM-WC-P-001 2.9 µg/L 5-1-RGYM-WC-F-002 3.9 µg/L9/3/2021

5-1-TL-KF 5-1-TL-KF-P-001 10.9 µg/L 5-1-TL-KF-F-002 1.2 µg/L9/3/2021

5-1-WSHOP-CF 5-1-WSHOP-CF-P-001 43.4 µg/L 5-1-WSHOP-CF-F-002 14.8 µg/L9/3/2021

5-1-WSHOP-WC 5-1-WSHOP-WC-P-001 11.0 µg/L 5-1-WSHOP-WC-F-002 9.6 µg/L9/3/2021

6-1-CAFÉ-WC 6-1-CAFÉ-WC-P-001 48.1 µg/L 6-1-CAFÉ-WC-F-002 259 µg/L9/3/2021

6-1-KIT-KF1 6-1-KIT-KF1-P-001 4.5 µg/L 6-1-KIT-KF1-F-002 2.0 µg/L9/3/2021

6-1-KIT-KF2 6-1-KIT-KF2-P-001 2.2 µg/L 6-1-KIT-KF2-F-002 1.5 µg/L9/3/2021

6-1-KIT-KF3 6-1-KIT-KF3-P-001 3.9 µg/L 6-1-KIT-KF3-F-002 <1.0 µg/L9/3/2021

6-1-SAFERM-WC1 6-1-SAFERM-WC1-P-001 <1.0 µg/L 6-1-SAFERM-WC1-F-002 <1.0 µg/L9/3/2021

6-1-SAFERM-WC2 6-1-SAFERM-WC2-P-001 <1.0 µg/L 6-1-SAFERM-WC2-F-002 <1.0 µg/L9/3/2021

7-1-GYM-KF 7-1-GYM-KF-P-001 9.6 µg/L 7-1-GYM-KF-F-002 4.7 µg/L9/3/2021

7-1-GYM-WC1 7-1-GYM-WC1-P-001 6.4 µg/L 7-1-GYM-WC1-F-002 6.3 µg/L9/3/2021

7-1-GYM-WC2 7-1-GYM-WC2-P-001 6.2 µg/L 7-1-GYM-WC2-F-002 4.8 µg/L9/3/2021

7-1-WEIGHT-IM 7-1-WEIGHT-IM-P-001 <1.0 µg/L 7-1-WEIGHT-IM-F-002 <1.0 µg/L9/3/2021

7-1-WEIGHT-WC 7-1-WEIGHT-WC-P-001 <1.0 µg/L 7-1-WEIGHT-WC-F-002 <1.0 µg/L9/3/2021

8-1-HOMEC-KF1 8-1-HOMEC-KF1-P-001 8.3 µg/L 8-1-HOMEC-KF1-F-002 2.5 µg/L9/3/2021

8-1-HOMEC-KF2 8-1-HOMEC-KF2-P-001 5.4 µg/L 8-1-HOMEC-KF2-F-002 2.0 µg/L9/3/2021

8-1-HOMEC-KF3 8-1-HOMEC-KF3-P-002 2.7 µg/L 8-1-HOMEC-KF3-F-003 1.6 µg/L9/3/2021

8-1-HSHALL-WC1 8-1-HSHALL-WC1-P-001 14.9 µg/L 8-1-HSHALL-WC1-F-002 13.5 µg/L9/3/2021

8-1-HSHALL-WC2 8-1-HSHALL-WC2-P-001 <1.0 µg/L 8-1-HSHALL-WC2-F-002 <1.0 µg/L9/3/2021

8-1-HSHALL-WC3 8-1-HSHALL-WC3-P-001 <1.0 µg/L 8-1-HSHALL-WC3-F-002 <1.0 µg/L9/3/2021

8-1-SAFERM-WC1 8-1-SAFERM-WC1-P-001 <1.0 µg/L 8-1-SAFERM-WC1-F-002 <1.0 µg/L9/3/2021

8-1-SAFERM-WC2 8-1-SAFERM-WC2-P-001 <1.0 µg/L 8-1-SAFERM-WC2-F-002 <1.0 µg/L9/3/2021

8-1-TL-KF 8-1-TL-KF-P-001 3.0 µg/L 8-1-TL-KF-F-002 <1.0 µg/L9/3/2021

9-1-AG-WC 9-1-AG-WC-P-001 <1.0 µg/L 9-1-AG-WC-F-002 <1.0 µg/L9/3/2021

9-1-ART-KF1 9-1-ART-KF1-P-001 <1.0 µg/L 9-1-ART-KF1-F-002 <1.0 µg/L9/3/2021

9-1-ART-KF2 9-1-ART-KF2-P-001 3.3 µg/L 9-1-ART-KF2-F-002 <1.0 µg/L9/3/2021

9-1-BUNK-BF 9-1-BUNK-BF-P-001 3.3 µg/L 9-1-BUNK-BF-F-002 <1.0 µg/L9/3/2021

9-1-OFFICE-BF 9-1-OFFICE-BF-P-001 2.3 µg/L 9-1-OFFICE-BF-F-002 <1.0 µg/L9/3/2021
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9-1-SHOP-WC 9-1-SHOP-WC-P-001 <1.0 µg/L 9-1-SHOP-WC-F-002 <1.0 µg/L9/3/2021

61Total
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